Openings on Level 04 and 05 are indicated in red and are within 3 ft of the property line and will be protected with sprinkler heads on the inside of the windows.
Openings on Level 04 within 3 ft of the property line and will be protected with sprinkler heads on the inside of the the windows

**GENERAL NOTES**

1. See LS SERIES SHEET FOR LIFE SAFETY DRAWINGS AND FOR LOCATION AND EXTENT OF RATED ASSEMBLIES.
2. FOR FINISH INFORMATION, REFER TO INTERIOR FINISH LEGEND AND NARRATIVE IN SPECIFICATION.
3. ALL PARTITION ARE SLAB TO SLAB UNLESS OTHERWISE NOTED.
4. PROVIDE REINFORCEMENT IN PARTITIONS FOR ANCHORAGE OF CASEWORK, MILLWORK, MONITORS AND OTHER WALL SUPPORTED ITEMS.
5. SEE APARTMENT ENLARGED PLANS A6.09 FOR WALL TYPES, DIMENSIONS AND NOTES.
6. DIMENSIONS ARE TO FACE OF FINISH UNLESS OTHERWISE NOTED.
7. TRASH CHUTE ONLY ACCESSIBLE ON RESIDENTIAL LEVELS.
8. ELEVATORS 1, 2, AND 3 DO NOT STOP AT OFFICE LEVELS.
9. NO 13TH FLOOR DESIGNATION.
10. REFER TO A6.12W FOR TYPICAL WATER HEAT ROOM LOCATION ON LEVELS 12, 14, 19, AND 20 ONLY. ALL OTHER FLOORS REFER TO A6.09W FOR TYPICAL TRASH ROOM LAYOUT.

**EXISTING BUILDING TYPE III**

**EXISTING BUILDING TYPE I-A**

**PROPOSED BUILDING TYPE I-A**

**Property Line**

---

**11W PLAN, LEVEL 04**

**Plan Title:** PLAN, LEVEL 04

**Drawing No.:** A2.04

**Date:** 02/07/2020

**Checked By:** [Name]

**Drawn By:** [Name]

**Job No:** 23328.11th

**PERMIT SET**

---

**CONSTRUCTION TURNER CONSTRUCTION CO.**

**1200 NW NAITO PARKWAY SUITE 300**

**T 503-226-9825**

**STRUCTURAL KPFF CONSULTING ENGINEERS**

**111 SW FIFTH AVENUE SUITE 2500**

**T 503-227-3251**

**CIVIL KPFF CONSULTING ENGINEERS**

**111 SW FIFTH AVENUE SUITE 2500**

**T 503-227-3251**

**MEP PAE Consulting Engineers**

**522 SW FIFTH AVENUE SUITE 1500**

**T 503-226-2921**

**LANDSCAPE PLACE**

**735 NW 18TH AVENUE**

**T 503-334-2080**

---

**1/29/2020 6:37:23 PM**

**10/16/19 CD Progress Set - VE Addendum No 1**
Openings on Level 04 and 05 (indicated in red) are within 3 ft of the property line and will be protected with sprinkler heads on the inside of the windows.

Other openings on Level 04 and 05 will be unprotected and follow the allowable area per Table 705.8.
All openings on Level 04 and 05 are within 3 ft of the property line and will be protected with sprinkler heads on the inside of the the windows.

The owners of the proposed building will have air rights over the existing building.