EXPLODED VIEW MOUNTING

POLE-MOUNTED STREET LIGHTING CONTROL CABINET

1. All mounting hardware to be stainless steel.

2. All components cut to size, pre-drilled and punched according to cabinet application.

3. Control cabinet to be mounted as shown on the plans or as directed by the engineer.

4. All electrical connections and cable are to be made in accordance with approved connection plan.

The selection and use of the manufacturer's products is the sole responsibility of the user.